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A. Part III, Section J.2 LIST OF ATTACHMENTS, Attachment One -
Specification is amended as follows:

1. Volume 1, Table of Contents change title of Section 02711 to UNDERGROUND
GAS AND AIR PIPING.

2.         Volume 1, Table of Contents delete Section 13100 – Laser Protection

3. Volume 1, Division 2, Section No. 02711 – Underground Gas Piping
change section title to UNDERGROUND GAS AND AIR PIPING.

4. Volume 1, Division 7, Section 07413 - Preformed Wall and Soffit Panels add
Paragraph 2.01.A.1.b.(4) to read as follows:

(4) Benchmark Architectural Products, Inc.

5. Volume 1, Division 8, Section 08000 - Door, Frame and Hardware Schedule
Add the following to page 08000-82: Sheet: A3.2-04.1

ME3S02, STAIR NO. 21, HW-55, PR 900, 2076, F,  AL, PNT, 00, --, AL, PNT,
--

6. Volume 2, Division 9, Section 09410 - Portland Cement Terrazzo and Stair
Treads delete Paragraph 2.01.F.1.

7. Volume 2, Division 9, Section No. 09515 – Suspended Metal Ceilings
add Paragraph 2.01A.1.b.(3) to read as follows:

(3) MBI Products.

8.         Volume 2, Division 9, Section No. 09515 – Suspended Metal Ceilings
add Paragraph 2.01.A.2.b.(2) to read as follows:

(2) Gordon Inc.

9.         Volume 2, Division 9, Section No. 09515 – Suspended Metal Ceilings
revise Paragraph 2.01.E.3. to read as follows:

3. Factory preformed, pre-finished, vertically curved 38 mm x 24 mm steel or
aluminum main tees with cross tees forming a 600 x 600 vaulted ceiling.
Tees shall have a 12 mm x 8 mm bulb or factory corrugated top.
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10. Volume 2, Division 10,  Section No. 10250 – Service Module System
add Paragraphs 2.01.A.1.a.(4) through 2.01.A.1.a.(6) to read as follows:

(4) Unispec, Ancon.
(5) Watrus, American Specialties.
(6) Metal Sales and Services.

11. Volume 2, Division 10, Section No. 10250 – Service Module System
revise Paragraph 2.01.A.1.b.(1) to read as follows:

(1) Corr-Fac.

12. Volume 2, Division 10, Section No. 10250 – Service Module System
delete Paragraph 2.01.A.2.b.(2) and replace with the following:

(2) Filtrine.
(3) Halsey Taylor.
(4) Haws.

13. Volume 2, Division 10, Section No. 10520 – Fire Protection Specialties
delete Paragraphs 1.01 through 3.02.B. and replace with the following:

1.01 DESCRIPTION

A. Fire extinguishers and wall brackets are not in the Contract.

B. Fire extinguishers and wall brackets for fire extinguisher cabinets specified
in Section 10250 and for other locations indicated will be furnished and
installed by the Government.

PART 2 – PRODUCTS – NOT USED
PART 3 – EXECUTION – NOT USED

14. Volume 2, Division 11, Section No. 11601 – Laboratory Casework and
Furnishings revise Paragraph 2.10.A.7. to read as follows:

7. Color:  To be the Manufacturer’s standard black color unless otherwise
noted on plans.
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15.       Volume 2, Division 11, Section No. 11610 – Laboratory Fume Hoods revise
              Paragraph 2.03.G.1. to read as follows:

1. Molded epoxy resin:  For hoods with Poly resin liners.  Color to be the
manufacturers standard black color unless otherwise noted on plans.  Work
surface as manufactured by the Durcon Company, Inc.; Prime Industries; or
Laboratory Tops, Inc. 30 mm thick surface, dished 6 mm to contain spills.

16.      Volume 2, Division 13, Section No. 13064 – Cleanroom Flow Through Grid
System revise Paragraph 2.01.A.1.a.(1) to read as follows:

(1) Gordon Inc.

17. Volume 2, Division 13, Section No. 13064 – Cleanroom Flow Through Grid
System delete Paragraphs 2.01.A.1.a(2)

18. Volume 2, Division 13, Section No. 13064 – Cleanroom Flow Through Grid
System add Paragraphs 2.01.A.1.b. through 2.01.A.1.b.(4) to read as follows:

b. Optional:
(1) Laminaire.
(2) Lepco.
(3) Meisser & Wurst.
(4) Texas Technology.

19.     Volume 2, Division 13, Section No. 13100 – Laser Protection delete Section
13100 in its entirety.

20.       Volume 2, Division 14, Section No. 14300 – Hoists, Trolleys, Monorails and
             Cranes revise "HOIST AND CRANE SCHEDULE" PAGE 14300-12 as follows:

Delete references to hoists H-3, H-4, H-5 and H-6 in their entirety.

21.       Volume 3, Division 15, Section 15250– Pipe, Duct and Equipment Insulation
revise Paragraph 3.04.B.2. to read as follows:

2. Supply air and make-up air ductwork exposed (rectangular):
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22.       Volume 3, Division 15, Section No. 15440 – Plumbing Fixtures add Paragraph
2.01.A.2.b(5) to read as follows:

(5) Guardian Equipment Company.

23.     Volume 3, Division 15, Section 15451 - Plumbing Pumps add Paragraph
2.01.A.2.b.(3):

(3) Armstrong Pumps.

24. Volume 3, Division 15, Section No. 15451 – Plumbing Pumps add Paragraphs
2.01.A.3.b.(3) through 2.01.A.3.b.(6) to read as follows:

(3) Zoeller.
(4) Alyan.
(5) Homa.
(6) Armstrong Pumps

25. Volume 3, Division 15, Section No. 15485 – High Purity Water Piping System
add Paragraph 2.01.A.2.b.(7) to read as follows:

(7) Therm-o-Tech.

26. Volume 3, Division 15, Section No. 15485 – High Purity Water Piping System
add Paragraph 2.01.A.3.b.(7) to read as follows:

(7) EcoWater.

27. Volume 3, Division 15, Section No. 15485 – High Purity Water Piping System
add Paragraph 2.01.A.4.b.(7) to read as follows:

(7) HydroMax.

28. Volume 3, Division 15, Section No. 15485 – High Purity Water Piping System
add Paragraph 2.01.A.5.b.(7) to read as follows:

(7) HydroMax.

29. Volume 3, Division 15, Section No. 15485 – High Purity Water Piping System
add Paragraph 2.01.A.7.b.(4) to read as follows:

(4) Aurora Pump Company.
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30. Volume 3, Division 15, Section No. 15485 – High Purity Water Piping System
add Paragraph 2.01.A.7.b.(5) to read as follows:

(5) Grundfos.

31. Volume 3, Division 15, Section No. 15485 – High Purity Water Piping System
add Paragraph 2.01.A.10.b.(7) to read as follows:

(7) GF Signet.

32. Volume 3, Division 15, Section No. 15510 – Hydronic Piping Systems add
Paragraph 2.01.A.3.b.(4) to read as follows:

(4) Wheatly.

33. Volume 3, Division 15, Section No. 15510 – Hydronic Piping Systems add
Paragraph 2.01.A.5.b.(4) to read as follows:

(4) Wheatly.

34. Volume 3, Division 15, Section No. 15510 – Hydronic Piping Systems

add Paragraph 2.01.A.8.b.(6) to read as follows:

(6) Wheatly.

35. Volume 3, Division 15, Section No. 15510 – Hydronic Piping Systems
add Paragraph 2.01.A.11.b.(3) to read as follows:

(3) Wheatly.

36. Volume 3, Division 15, Section No. 15520 – Steam Distribution System
add Paragraph 2.01.A.3.b.(6) to read as follows:

(6) Alyan.
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37. Volume 3, Division 15, Section No. 15540 – HVAC Pumps
add Paragraphs 2.01.A.1.b.(4) through 2.01.A.1.b.(6) to read as follows:

(4) Weinman.
(5) Thrush.
(6) Armstrong Pumps.

38. Volume 3, Division 15, Section No. 15540 – HVAC Pumps
add Paragraph 2.01.A.2.b.(4) through 2.01.A.2.b.(5) to read as follows:

(4) Weinman.
(5) Armstrong Pumps.

39. Volume 3, Division 15, Section No. 15540 – HVAC Pumps
add Paragraphs 2.01.A.4.b.(4) through 2.01.A.4.b.(6) to read as follows:

(4) Weinman.
(5) Thrush.
(6) Armstrong Pumps.

40. Volume 3, Division 15, Section No. 15755 – Heat Exchangers and Converters
add Paragraph 2.01.A.1.a.(6) to read as follows:

(6) Thrush.

41. Volume 3, Division 15, Section No. 15815 – Unfired (Clean) Steam Generators
add Paragraph 2.01.A.1.b.(2) to read as follows:

(2) Adamson Co.
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42.      Volume 3, Division 15, Section 15830 - Hydronic Heating and Cooling Terminal
            Units revise Paragraph 2.01.A.2 to read as follows:

2. Fan coil units
a. Base

(1) Trane.
b. Optional

(1) Carrier.
(2) Dunham-Bush.
(3) McQuay.
(4) Airtherm.
(5) International.
(6) York International.

43. Volume 3, Division 15, Section No. 15858 – Custom Packaged Air Handling Unit
revise first sentence of Paragraph 2.06.N. to read as follows:

For fans with motors 22.4 kW and larger, provide a monorail system for fan
motor removal.

44. Volume 3, Division 15, Section 15870 - Exhaust and Ventilating Fans add
Paragraph 2.01.A.2.b.(4) to read as follows:

(4) Bayley.

45.      Volume 3, Division 15, Section 15870 - Exhaust and Ventilating Fans add
            Paragraph 2.01.A.4.b.(9) to read as follows:

(9) Jenn Fan.

46. Volume 3, Division 15, Section No. 15930 – Air Terminal Units
add Paragraph 2.01.A.1.b.(5)

(5) Enviro-Tec.

47. Volume 4, Division 16, Section No. 16013 – Wiring Equipment Furnished By
Others revise Paragraph 2.09.C. to read as follows:

C. Connect enclosure grounding stud to instrument ground bus with #6 ground
in 15 mm C.
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48.      Volume 4, Division 16, Section 16465 - Bus Duct revise Paragraph 2.02.D. as
             follows:

D.  Rating: Design bus bar assembly to withstand 6 cycle short circuit stresses of
      150,000 RMS amperes symmetrical for feeder bus duct and 85,000 RMS
      amperes symmetrical for plug-in bus duct, or higher when indicated.

49. Volume 4, Division 16, Section No. 16512 – Low Voltage Lighting Control and
Dimming System add Paragraph 2.01.A.1.b.(4) through 2.01.A.1.b.(5) to read as
follows:

(4) Lehigh.
(5) ILC.

50. Volume 5 – Appendix-Electrical Schedules
revise Distribution Panelboard DP6-3-SS/61-1 to read as follows:

1. Circuit 2, change load per phase from 62084 to 104684.  Change circuit
breaker amps from 400 to 600.

2. Circuit 5, change P-4A to space.  Delete load, amps and poles.
3. Circuit 16, change P-4B to space.  Delete load, amps and poles.

B. Part III, Section J.2 LIST OF ATTACHMENTS, Attachment Two - Drawings
is amended as follows:

1.     Sheet No.’s C1-02, C3-01, C4-01, C5-01, C7-02, C8-02, C8-03, C8-04 and C8-05

Delete Sheets No. C1-02, C3-01, C4-01, C5-01, C7-02, C8-02, C8-03, C8-04 and
C8-05 in their entirety, and replace with attached Sheets No. C1-02, C3-01, C4-01,
C5-01, C7-02, C8-02, C8-03, C8-04 and C8-05 (dated 07/05/00).

2. Sheet No. C6-01 – Landscape Plan AML Site (Option #9)
revise Landscape Plan as follows:

Change “LB/81” to “LB/324” at each location where it appears.
Change “RB/81” to “RB/324” at each location where it appears.
Change “RB/72” to “RB/153” at each location where it appears.
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3. Sheet No. C6-01 – Landscape Plan AML Site (Option #9)
revise MASTER PLANT LIST for ORNAMENTAL GRASSES as follows:

Key:  RB; change TOTAL QUAN. to “9612”.
Key:  LB; change TOTAL QUAN. to “9720”.

4.       Sheet No. A3.5-00 – Key Sheet-Laboratory
          revise Detail No. 1/A3.5-21 SEGMENTED BENCH as indicated on attached
          Amendment Drawing No. AM-4-A3.5-00.1 (07/05/00)

5. Sheet No. A3.5-00 – Key Sheet-Laboratory
revise GENERAL NOTES as indicated on attached Amendment Drawing No.
AM-4-A3.5-00.2 (07/05/00)

6. Sheet No. A3.5-04 – Lower Level - East D1 Floor Plan Metrology Laboratory
add notes in Room ME1L32 after “Gas Cylinder Panel (5 Gases)” at two
locations to read as follows:

NOT IN CONTRACT

7. Sheet No. A3.5-22 – Details-Laboratory
revise Detail No. 1/A3.5-22 ENLARGED SECTION A OF TYPICAL SERVICE
FRAME SUPPORT as indicated on attached Amendment Drawing No. AM-4-
A3.5-22.1 (07/05/00)

8. Sheet No. A4.1-05 – South Elevation
delete note “Cast Stone Coping” on Detail 1B/A4.1-05.

9. Sheet No. A7.1-04 – Typical Visitor Corridor Elevations Details Cleanroom Bldg.
215 revise Detail No. 12/A7.1-04 CLNRM VISITOR CORR. PARTIAL
Elevation as follows:

Change detail mark from 16/A8.1-01 to 16/A8.1-06.

10. Sheet No. A8.1-05 – Door and Interior, Window Elevation
revise WINDOW ELEVATION “L” as follows:

Delete note which reads “SILICONE BUTT JT TYP.”
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11. Sheet No. A8.1-05 – Door and Interior, Window Elevation
revise WINDOW ELEVATION “K” as follows:

1. Delete detail mark 6/A8.1-05.
2. Delete note which reads; “SILICONE BUTT JT. TYPE.”

12. Sheet No.’s F1-01 through F1-05 – Fire Protection Plans
add note 7 under “Fire Extinguisher Layout” which reads as follows:

7.  All fire extinguishers are “Not in Contract”.

13. Sheet No. S1-16.1 – Area F Misc. Framing Plans Clean Room
revise COOLING TOWER PLATFORM AND SCREEN WALL FRAMING
PLAN as indicated on attached Amendment Drawing No. AM-4-PARTIAL
PLAN-S1 (07/10/00)

14. Sheet No. M1-07.2 – Lower Level - West A Distribution Plan Metrology HVAC -
Upper Layer revise Plan as indicated on attached Amendment Drawing No. AM-4-
1/M1-07.2 (07/05/00).

15. Sheet No. M2-04 - Lower Level, East D Floor Plan Metrology Plumbing:
add 3 Nitrogen (N) and one Lab Vacuum (LR) outlets at the south wall of Room
ME1L32, located as shown on Sheet No. A3.5-04 (07/05/00).

16. Sheet No. M3-02 – Lower Level - West B Floor Plan Metrology HVAC Piping
revise Plan as indicated on attached Amendment Drawing No. AM-4-1/M3-02.
(07/05/00)

17. Sheet No. M3-02 – Lower Level - West B Floor Plan Metrology HVAC Piping
revise Plan as indicated on attached Amendment Drawing No. AM-4-2/M3-02.
(07/05/00)

18. Sheet No. M3-07 – Lower Level - West A Distribution Plan Metrology HVAC
Piping revise Plan as indicated on attached Amendment Drawing No. AM-4-1/M3-
07 (07/05/00).

19. Sheet No. M3-08 – Lower Level - West B Distribution Plan Metrology HVAC
Piping revise Plan as indicated on attached Amendment Drawing No. AM-4-1/M3-
08 (07/05/00).
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20. Sheet No. M3-08 – Lower Level - West B Distribution Plan Metrology HVAC
Piping revise Plan as indicated on attached Amendment Drawing No. AM-4-2/M3-
08 (07/05/00).

21. Sheet No. M4-02HP – Lower Level - West A/B Metrology HVAC Piping Part
Plan revise Plan as indicated on attached Amendment Drawing No. AM-4-1/M4-
02HP (07/05/00).

22. Sheet No. M3-12 – Level One – West G Floor Plan Instrument Labs/Offices
HVAC Piping revise Plan as follows:

At labs IW3L25 & IW3L26, delete extraneous note “3.  SEE M6-07 FOR
CHILLED WATER SYSTEM-UPS ROOM FAN COIL UNITS DIAGRAM.”

23. Sheet No. M4-08H – Lower Level - West A Distribution Plan Metrology HVAC
Part Plan revise Plan as indicated on attached Amendment Drawing No. AM-4-
1/M4-08H (07/05/00).

24. Sheet No. M4-08H – Lower Level - West A Distribution Plan Metrology HVAC
Part Plan revise Plan as indicated on attached Amendment Drawing No. AM-4-
2/M4-08H (07/05/00).

25. Sheet No. M4-08H – Lower Level - West A Distribution Plan Metrology HVAC
Part Plan revise Plan as indicated on attached Amendment Drawing No. AM-4-
3/M4-08H (07/05/00).

26. Sheet No. M4-13 – Level One-F Floor Plan Cleanroom Mechanical Part Plan
revise Plan as follows:

Delete AFD’s for P-4A and P-4B.

27. Sheet No. M4-20H – Level Two - West G/H Penthouse Instrument Labs HVAC
Part Plan revise duct sizes on Plan as follows:

Change 600 x 500 RA (adjacent to 2400 x 600 OA duct) to be 600 x 450 RA.
Change 600 x 500 RA (adjacent to 1000 x 500 RA duct) to be 600 x 350 RA.
Change 750 x 650 RA DN through floor (transition from 1000 x 500 RA) to be
750 x 550 RA.
Change 1000 x 650 RA through floor (near AHU-202) to be 900 x 550 RA.
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28. Sheet No. M4-25 – Metrology West Mechanical Sections
delete Sheet No. M4-25 in its entirety and replace with attached Sheet No. M4-25.
(07/05/00)

29. Sheet No. M4-26 – Metrology West Mechanical Sections
delete Sheet No. M4-26 in its entirety and replace with attached Sheet No. M4-26.
(07/05/00)

30. Sheet No. M4-27 – Metrology West Mechanical Sections
revise Section A by changing routing of CLPS, LSWS and LSWR piping and
CLPS, SCWS and SCWR pipe sizes (near column line FF.8) as indicated on
attached Sheet No. M4-27 (07/05/00).

31. Sheet No. M4-28 – Metrology West Mechanical Sections
revise lower half of Section A as follows:

Delete LSWS piping adjacent to column 20.8.  It was incorrectly shown in this
section but is actually across service galley as shown on M3-08.

32. Sheet No. M4-29 – Metrology West Mechanical Sections
delete Sheet No. M4-29 in its entirety and replace with attached Sheet No. M4-29.
(07/05/00)

33. Sheet No. M8-04 – Mechanical Schedules
revise Silencer Schedule as follows:

For SA-900, change “DP Pa” from 37 to 57 and “ATTENUATION DB” from 14
to 23.
For SA-1500, change “DP Pa” from 42 to 65 and “ATTENUATION DB” from 19
to 31.
For SA-2100, change “DP Pa” from 95 to 67 and “ATTENUATION DB” from 23
to 40.
For SA-301, change “AIRFLOW L/s” from 21090 to 18800 and “DP Pa” from 57
to 43.
For SA-302, change “AIRFLOW L/s” from 2200 to 2290.
For SA-303A, change “AIRFLOW L/s” from 710 to 1120, “DP Pa” from 25 to 38
and “SIZE EA mm H” from 457 to 610.
For SA-303B, change “AIRFLOW L/s” from 710 to 1120.
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34. Sheet No. M8-05 – Mechanical Schedules
revise Diffusers, Registers, and Grilles Schedule as follows:

For CD-3 through CD-7, change model numbers from SKBA to read SKFJ.
For LD-1, change model number to read DAMB08*C2N01V.
For LD-2, change DASA to read DAMB.
For R-1, change model number to read SPJB222*07.
For G-1, change model number SPPA200*07 to read SPJB222*07.
For G-2 and G-3, change model numbers to read SPJB2221607

35. Sheet No. M8-06 – Mechanical Schedules
revise Pump Schedule as follows:

For P-4, delete “W/AFD” from Remarks column.
For P-404, add “W/AFD” in Remarks column.

36. Sheet No. E0-04, Lighting Fixture revise Fixture Type B as follows:

Delete fixture detail.

Change description to read “3-LAMP, 1200 mm, DIRECT/INDIRECT, 15-30%
DOWN, 50 mm DEEP PERFORATED PARABOLIC LOUVER, 55° PAR / 30°
PER CUT-OFF, CABLE MOUNT, STRAIGHT CORD”.

Change manufacturer and catalog number to read “LINEAR LIGHTING – E310-
B-3-PB2-C, LEDALITE-2526T03PN0422C, PRECISION ARCHITECTURAL
LIGHTING – AE8319-4-C-OP-PRPB-FCC-T8-FE”.

37. Sheet No. E2-06-OP, Lower Level – F, Floor Plan, Cleanroom Basement Power
revise Plan as follows:

For transformer DT1-2-SS/65.8-1, change designation from “T4” to “T3”.

38. Sheet No. E2-07, Lower Level – West A, Distribution Plan, Metrology, Power
revise Plan as follows:

Change eight transformer marks from “DT*-1-FF.8/**.*-1” to “DT*-2-FF.8/**.*-
1”.
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39. Sheet No. E5-08, Single Line Diagram, Substation No. 3, Part 4
revise one-line diagram as follows:

At Metrology West MW1G01 Bus BUS4-2-EE.4/17.5-1, change transformer
mark from “DT4-1-EE.4/12.8-2” to “DT4-2-EE.4/12.8-1” and panel mark from
“B4-1-EE.4/12.8-2” to “B4-1-EE.4/12.8-1”.

40. Sheet No. E0-08 – Lighting Fixture Schedule
revise Fixture Type T1 as follows:

Add under Manufacturer and Catalog No. “Prescolite TV170”.

41. Sheet No. E0-07 – Lighting Fixture Schedule
revise Fixture Type L1 as follows:

Add under Manufacturer and Catalog No. “Columbia”.

42. Sheet No. E2-11 – Level One-F, Floor Plan, Cleanroom, Power
revise Plan as follows:

1. Pump P-4A, change homerun from DP6-3-SS/61-1-5 to MCC6-12.  Delete
“(AFD)”.

2. Pump P-4B, change homerun from DP6-3-SS/61-1-16 to MCC6-13.  Delete
“(AFD)”.

43. Sheet No. E5-02 – Single Line Diagram, Substation No. 1, Part 1.
revise Plan as follows:

1. Feeder from DP6-3-SS/61-1 to MCC6-3-RR/61-1, change circuit breaker from
400/3 to 600/3.  Change feeder mark from 33 to 37.
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44. Sheet No. E5-19 – Motor Control Center Schedules
revise MCC Schedule for MCC6-3-RR/61-1 as indicated on attached Amendment
Drawing No. AM-4-A/E5-19 (07/07/00).

45.      The following drawings are attached:
Revised Sheet No.’s C1-02, C3-01, C4-01, C5-01, C7-02, C8-02, C8-03, C8-04
and C8-05 (07/05/00)
Revised Sheet No. M4-25 (07/05/00)
Revised Sheet No. M4-26 (07/05/00)
Revised Sheet No. M4-27 (07/05/00)
Revised Sheet No. M4-29 (07/05/00)
Amendment Drawing No. AM-4-A3.5-00.1 (07/05/00)
Amendment Drawing No. AM-4-A3.5-00.2 (07/05/00)
Amendment Drawing No. AM-4-A3.5-22.1 (07/05/00)
Amendment Drawing No. AM-4-PARTIAL PLAN-S1 (07/10/00)
Amendment Drawing No. AM-4-1/M1-07.2 (07/05/00)
Amendment Drawing No. AM-4-1/M3-02 (07/05/00)
Amendment Drawing No. AM-4-2/M3-02 (07/05/00)
Amendment Drawing No. AM-4-1/M3-07 (07/05/00)
Amendment Drawing No. AM-4-1/M3-08 (07/05/00)
Amendment Drawing No. AM-4-2/M3-08 (07/05/00)
Amendment Drawing No. AM-4-1/M4-02HP (07/05/00)
Amendment Drawing No. AM-4-1/M4-08H (07/05/00)
Amendment Drawing No. AM-4-2/M4-08H (07/05/00)
Amendment Drawing No. AM-4-3/M4-08H (07/05/00)

      Amendment Drawing No. AM-4-A/E5-19 (07/07/00)

C. Part III, Section J.2 LIST OF ATTACHMENTS, Attachment Three - U.S
Department of Labor General Decision MD000056, Modification 1 dated May 12,
2000 is replaced by Modification 3 dated July 7, 2000.

D.       Questions have been received from potential offerors and are answered in the
attached Request  and Answer Log




























